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=) (3 9 0 > oW1 o e A COORDINATE LOCATION OF ALL DISCONNECTS, CONTROL PANELS AND ELECTRICAL CONNECTIONS FOR
MECHANICAL AND PLUMBING EQUIPMENT TO MAINTAIN NEC REQUIRED CLEARANCES OF 42" DEEP AND
30° WIDE IN FRONT OF EQUIPMENT.
B. ANY DEVIATIONS FROM SCHEDULED EQUIPMENT RESULTING IN ADDITIONAL COSTS DUE TO LACK OF
COORDINATION WITH DIMENSIONS AND WEIGHTS WILL BE THE RESPONSIBILITY OF THE CONTRACTOR AND
RELOCATED SUB—CONTRACTOR.
EXISTING
RTU-1 C. CONTRACTOR SHALL COORDINATE EXACT LOCATION OF ALL DIV. 15 EQUIPMENT WITH DIV. 15 DRAWINGS
PRIOR TO ROUGH-IN.
D. ALL RECEPTACLES ON ROOF SHALL BE GFl/WEATHERPROOF.
— = ALL DISCONNECTS ON ROOF SHALL BE WEATHERPROOF IN A NEMA 3 ENCLOSURE..
@ = = = - - ALL CONDUITS PENETRATING THE ROOF SHALL ENTER INSIDE OF CURB OPENING OF THE EQUIPMENT
U i BEING SERVED. UNDER NO CIRCUMSTANCES SHALL A CONDUIT PENETRATE THE ROOF EXCEPT INSIDE OF
NEW LOCATION FOR EXISTING AIR A EQUIPMENT CURB OPENING.
HANDLER ON ROOF. RELOCATE ALL G. CONTRACTOR SHALL PROVIDE UL MASTER LIGHTNING PROTECTION SYSTEM FOR ENTIRE 4E WING,
F ELECTRICAL APPURTENANCES. INCLUDING NEW MEZZANINE.
: : COORDINATE WITH DIV 23. i
RELOCATED
: LEGEND NOTES
EXISTING AR COOLED ACCU-1
e L EXISTING EXHAUST FAN TO REMAIN. EXISTNG FEEDERS AND APPURTENACES RELATED TO EXHAUST FAN
LOCATION SHALL REMAIN AND/OR BE RELOCATED AS INSTALLATION OF OTHER NEW EQUIPMENT REQUIRES.
' NEW LOCATION FOR EXISTING
AR COOLED CHILLER.
RELOCATE ALL ELECTRICAL H @ PROVIDE JUNCTION BOX FOR UV LIGHTING. UV LIGHT FIXTURES TO BE PROVIDED BY DIV 15.
APPURTENANCES.
COORDINATE WITH DIV 23. (ON)UL-1—4E-46 @ PROVIDE JUNCTION BOX FOR POWER TO UNIT CONTROLS, UNIT PROVIDED LIGHTS, AND RECEPTACLES.
UL-1—4E~48 " ]
GF /\ PROVIDE JUNCTION FOR 120V POWER TO AHU HEATING COIL. COORDINATE EXACT LOCATION AND
F ) e i i i i P 7 i i i e - _ _ _ JEVERE . . REQUIREMENTS WITH MECHANICAL CONTRACTOR PRIOR TO INSTALLATION OF CONDUIT AND JUNCTION BOX.
., I RS ‘ = \ | DOWN (REFER TO SHEET E3.01) il — —
| | | UL-1—UE—52 Z \ - T B
i%% ‘ SR T TS o @ PROVIDE JUNCTION FOR 120V POWER TO HEAT TRACE. COORDINATE EXACT LOCATION AND
@ (+) I / N l» . At o220 - BEHE | .. | REQUIREMENTS WITH MECHANICAL CONTRACTOR PRIOR TO INSTALLATION OF CONDUIT AND JUNCTION BOX.
. HEFUGE ‘ 7 _ ARY ~
@ ‘ - X / el Lt i g ‘ | = ((6)) PROVIDE WALL PACK SUCH AS GEOSCAPES #GS—1-D-232PLT-1-HF-L—6. LAMPS INCLUDED.
/\ i / O‘NFER,QCE [ @ }[ |
- S5E—pd3 n » N
Bt B e \ o S Il ¢ A b ¢ pel ] @ EXTEND AND CONNECT TO EXISTING LIFE SAFETY LIGHTING CIRCUIT FEEDING THIS STAR TOWER (S-9).
. AEEQLA o I Loeen { : R . ey s il CONTRACTOR SHALL VERIFY THAT NEW TOTAL LOAD DOES NOT EXCEED 16—AMPS.
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